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EXECUTIVE SUMMARY 

 

This report presents the results of a geotechnical investigation performed by Aviles Engineering Corporation 

(AEC) for the proposed 500,000 gallon ground water storage tank (GST) replacement at Park Glen West Pump 

Station, located at 10630 South Kirkwood in Houston, Texas (Houston/Harris County Key Map No.: 529W).  

Based on information provided by IDS Engineering Group (IDS), the existing GST at the site will be demolished 

and replaced with a new GST; the center of the new GST will be located approximately 5 feet to the south of the 

existing tank center.  The proposed GST will be 24 foot tall steel tank with a diameter of 55 feet.  A ring wall 

foundation will be used to support the new GST. 

 

1. Subsurface Soil Conditions: Based on Borings B-1 and B-2, the subsurface conditions at the GST 

generally consist of approximately 2 feet of hard lean clay (CL) fill at the ground surface, underlain by 

approximately 25 to 28 feet of stiff to hard fat clay (CH), followed by approximately 5 feet of very stiff 

sandy lean clay (CL), then approximately 4 feet of clayey sand (SC), then approximately 12 feet of 

dense silty sand (SM), followed by approximately 7 feet of hard fat clay (CH) to the boring termination 

depths. 

 

2. Subsurface Soil Properties: The cohesive soils encountered in our borings have Liquid Limits (LL) 

ranging from 44 to 67 and Plasticity Indices (PI) ranging from 31 to 46. This indicates that the cohesive 

soils have high to very high expansive potential. The cohesive soils encountered are classified as “CL” 

and “CH” type soils and the granular soils are classified as “SC” and “SM” type soils in accordance with 

ASTM D 2487. 

 

3. Groundwater Conditions: Groundwater was encountered at a depth of 32 feet during drilling in Boring 

B-1, and subsequently rose to a depth of 22.3 feet approximately 15 minutes after the initial encounter.  

This indicates that the groundwater at the site could be pressurized. Groundwater was not encountered in 

Boring B-2. 

 

4. Design parameters and recommendations for design and construction of the tank foundation and tank 

pad subgrade preparation are presented in Section 5.2 of this report. 

 

This Executive Summary is intended as a summary of the investigation and should not be used without the full 

text of this report.
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GEOTECHNICAL INVESTIGATION 

GROUND STORAGE TANK NO.1 REPLACEMENT 

PARK GLEN WEST PUMPING STATION 

10630 SOUTH KIRKWOOD 

WBS NO. S-000600-0044-3 

HOUSTON, TEXAS 
 

1.0  INTRODUCTION 

 

1.1 Project Description 

 

This report presents the results of a geotechnical investigation performed by Aviles Engineering Corporation 

(AEC) for the proposed 500,000 gallon ground water storage tank (GST) replacement at Park Glen West Pump 

Station, located at 10630 South Kirkwood in Houston, Texas (Houston/Harris County Key Map No.: 529W).  A 

vicinity map is presented on Plate 1 in the Attachments. Based on information provided by IDS Engineering 

Group (IDS), the existing GST at the site will be demolished and replaced with a new GST; the center of the new 

GST will be located approximately 5 feet to the south of the existing tank center.  The proposed GST will be 24 

foot tall steel tank with a diameter of 55 feet.  A ring wall foundation will be used to support the new GST. 

 

1.2 Purpose and Scope 

 

The purpose of this geotechnical investigation is to evaluate the subsurface soil and ground water conditions at 

the project site and to develop geotechnical engineering recommendations for design and construction of the 

proposed GST. The scope of this geotechnical investigation is summarized below: 

 

1.  Drilling and sampling two soil borings to depths ranging from 30 to 55 feet below existing grade; 

2. Performing soil laboratory testing on selected soil samples;  

3. Engineering analysis and recommendations for the GST foundation, allowable bearing capacity, tank 

settlement, and subgrade preparation; and 

4. Construction recommendations for the GST foundation. 

 

2.0 SUBSURFACE EXPLORATION 

 

Subsurface conditions were investigated by drilling two soil borings adjacent to the existing GST to depths 

ranging from 30 to 55 feet below existing grade.  The boring locations are shown on the attached Boring 

Location Plan on Plate 2, in the Attachments.  Boring survey data is included on the representative boring logs. 
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The borings were drilled using a truck-mounted drill rig. Borings were performed initially by dry auger method, 

then using wet rotary method once the borings caved in or saturated granular soils were encountered. 

Undisturbed samples of cohesive soils were obtained from the borings by pushing 3-inch diameter thin-wall, 

seamless steel Shelby tube samplers in accordance with ASTM D 1587. Granular soils were sampled with a 

2-inch split-barrel sampler in accordance with ASTM D 1586. Standard Penetration Test resistance (N) values 

were recorded for the granular soils as “Blows per Foot” and are shown on the boring logs. Strength of the 

cohesive soils was estimated in the field using a hand penetrometer. The undisturbed samples of cohesive soils 

were extruded mechanically from the core barrels in the field and wrapped in aluminum foil; all samples were 

sealed in plastic bags to reduce moisture loss and disturbance. The samples were then placed in core boxes and 

transported to the AEC laboratory for testing and further study. The borings were backfilled with bentonite chips 

upon completion of drilling. Details of the soils encountered in the borings are presented on Plates 3 and 4, in the 

Attachments. 

 

3.0 LABORATORY TESTING 

 

Soil laboratory testing was performed by AEC personnel.  Samples from the borings were examined and 

classified in the laboratory by a technician under supervision of a geotechnical engineer.  Laboratory tests were 

performed on selected soil samples in order to evaluate the engineering properties of the foundation soils in 

accordance with applicable ASTM Standards.  Atterberg limits, moisture contents, percent passing a No. 200 

sieve, and dry unit weight tests were performed on representative samples to establish the index properties and 

confirm field classification of the subsurface soils. Strength properties of cohesive soils were estimated by 

means of Unconsolidated-Undrained (UU) triaxial tests performed on undisturbed samples. The test results are 

presented on their representative boring logs.  A key to the boring logs, classification of soils for engineering 

purposes, terms used on boring logs, and reference ASTM Standards for laboratory testing are presented on 

Plates 5 through 8, in the Attachments.  

 

Two one-dimensional consolidation tests were performed on selected soil samples in order to evaluate the 

general compressibility characteristics of the clay soils at the proposed GST. The results of the consolidation 

tests are presented on Plates 9 and 10, in the Attachments. The initial void ratio, compression index, 

recompression index, preconsolidation pressure, and estimated overconsolidation ratio (OCR) for the 

consolidation tests are summarized in Table 1. 
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Table 1.  Summary of Consolidation Test Results 

Sample ID and Description e0 Cc Cr pc (tsf) OCR 

B-1, 10’-12’, Fat Clay (CH) 0.6988 0.2549 0.0400 5.0 7.6 

B-1, 33’-35’, Clayey Sand (SC) 0.5179 0.1212 0.0072 2.4 1.4 

     Note: (1) e0 =  initial void ratio; 

(2) Cc = compression ratio; 

(3) Cr = recompression ratio, which is derived from the recompression curve within the stress range from 1 to 4 tsf; 

(4) pc =  preconsolidation pressure; and  

(5) OCR = overconsolidation ratio. 

 

4.0 SITE CONDITIONS 

 

The site consists of an existing GST, pumps, and chlorinator control building. 

 

4.1 Subsurface Conditions 

 

Soil strata encountered in our borings are summarized below: 

 

Boring Depth Description of Stratum 

B-1 0’ - 2’ Fill: hard, Lean Clay w/Sand (CL), with siltstone fragments, roots, and sand 

seams 

 2’ - 27’ Stiff to very stiff, Fat Clay (CH), with slickensides 

 27’ - 32’ Very stiff, Sandy Lean Clay (CL), with siltstone fragments 

 32’ - 36’ Clayey Sand (SC), wet 

 36’ - 48’ Dense, Silty Sand (SM), wet 

 48’ - 55’ Hard, Fat Clay (CH) 

 

B-2 0’ - 2’ Fill: hard, Lean Clay w/Sand (CL), with roots and sand seams 

 2’ - 30’ Stiff to hard, Fat Clay (CH), with slickensides 

 

Details of the soils encountered during drilling are presented on the boring logs. The cohesive soils encountered 

in our borings have Liquid Limits (LL) ranging from 44 to 67 and Plasticity Indices (PI) ranging from 31 to 46. 

This indicates that the cohesive soils have high to very high expansive potential. The cohesive soils encountered 

are classified as “CL” and “CH” type soils and the granular soils are classified as “SC” and “SM” type soils in 

accordance with ASTM D 2487. “CH” soils can undergo significant volume changes due to seasonal changes in 

moisture contents.  “CL” soils with lower LL (less than 40) and PI (less than 20) generally do not undergo 

significant volume changes with changes in moisture content.  However, “CL” soils with LL approaching 50 and 

PI greater than 20 essentially behave as “CH” soils and could undergo significant volume changes. Slickensides 

were encountered in fat clay soil. 
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Groundwater was encountered at a depth of 32 feet during drilling in Boring B-1, and subsequently rose to a 

depth of 22.3 feet approximately 15 minutes after the initial encounter.  This indicates that the groundwater at the 

site could be pressurized. Groundwater was not encountered in Boring B-2. The information in this report 

summarizes conditions found on the date the borings were drilled.  However, it should be noted that our ground 

water observations are short term; ground water depths and subsurface soil moisture contents will vary with 

environmental variations such as frequency and magnitude of rainfall and the time of year when construction is 

in progress. 

 

4.2 Subsurface Variations 

 

It should be emphasized that: (i) at any given time, ground water depths can vary from location to location, and 

(ii) at any given location, ground water depths can change with time.  Ground water depths will vary with 

seasonal rainfall and other climatic/environmental events.  Subsurface conditions may vary between and away 

from borings. 

 

Clay soils in the Houston area typically have secondary features such as slickensides and contain sand/silt 

seams/lenses/layers/pockets.  It should be noted that the information in the boring logs is based on 3-inch 

diameter soil samples which were generally obtained at intervals of 2 feet in the top 20 feet of the borings and at 

intervals of 5 feet thereafter to the boring termination depths.  A detailed description of the soil secondary 

features may not have been obtained due to the small sample size and sampling interval between the samples.  

Therefore, while some of AEC’s logs show the soil secondary features, it should not be assumed that the features 

are absent where not indicated on the logs. 

 

5.0 ENGINEERING ANALYSIS AND RECOMMENDATIONS 

 

Based on information provided by IDS, the existing GST at the site will be demolished and replaced with a new 

GST; the center of the new GST will be located approximately 5 feet to the south of the existing tank center.  The 

proposed GST will be 24 foot tall steel tank with a diameter of 55 feet.  A ring wall foundation will be used to 

support the new GST. 

 

Based on our borings, AEC recommends that the GST be supported on a ring wall foundation, founded at a 

minimum depth of 3 feet below existing grade. 
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5.1 Demolition of Existing Tank Foundation  

 

AEC recommends that foundation of the existing GST be removed and backfilled with compacted select fill or 

lime-stabilized clay in accordance with Section 5.3 of this report. Loose soil or concrete still present within the 

foundation excavations shall be removed prior to backfilling.  AEC recommends that an Owner’s Representative 

be on site during demolition to ensure that all existing foundation is properly removed and backfilled. 

 

5.2 500,000 Gallon Ground Storage Tank 

 

5.2.1 Tank Ring Wall Foundation 

 

A ring wall foundation at a depth of 3 feet below existing grade should be designed for an allowable net bearing 

capacity of 2,000 pounds per square foot (psf) for dead loads and 3,000 psf for total loads. A minimum factor of 

safety (FS) of 3 and 2 was applied for sustained loads and total loads, respectively; whichever bearing capacity is 

critical should be used for design. 

 

Since the foundation will be subjected to hoop stresses, adequate reinforcement will be required to resist these 

forces.  For the calculation of the lateral pressure on the ring wall foundation, we recommend that at-rest earth 

pressure be considered.  The coefficient of earth pressure at-rest, K0 = 0.95, can be used in the design.  At-rest 

pressure, ph (psf), at a depth of z ft below finished grade inside the ring wall can be calculated as: 

 

Ph = (p0 + γz)*K0  ............ Equation (1) 

 

where,  p0 = tank pressure at the finished grade elevation, psf;  

γ = wet unit weight of soil, 125 pcf;  

z = depth below finished grade, ft; and 

K0 = coefficient of earth pressure at-rest, 0.95 

 

Foundation Settlements: AEC assumes that the foundation soils under the existing tank are fully consolidated; 

that is, foundation soil settlement due to the existing tank load has completed.  We also assume that the new tank 

will provide the same load as the existing tank since the height and diameter of both tanks are the same. Any new 

settlements will be a result of additional loads on the foundation. However, since the new tank will be relocated 

5 feet from the center of the existing tank, a portion of the new tank foundation will be supported on 

uncompressed/less compressed soils by the existing tank.  For our analysis, we have calculated settlements based 

on our boring logs, soil laboratory testing results, and anticipated tank load.  Considering a 24 foot high water 

head over a 55 foot diameter tank base, AEC estimated a tank pressure of approximately 1,500 psf.  Based on the 
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estimated tank pressure, AEC estimated total settlement (which includes both immediate and long-term 

settlement, respectively) at the center and edge of the tank.  A summary of the tank settlements is presented on 

Table 2. 

 

Table 2.  500,000 gallon GST Settlements (Based on Borings B-1 and B-2) 

Tank 
Tank 

Height (ft) 

δv 

(in) 

Sc1 

(in) 

Sc2 

(in) 

Total S 

(in) 

Center 24 1.5 0.1 1.7 3.3 

Edge 24 1.2 0.1 1.0 2.3 

Note: (1) δv = immediate settlement, Sc1 = Estimated settlement resulting from granular soils; Sc2 = Estimated 

consolidation settlement resulting from clayey soils; Total settlement, S = δv + Sc1 + Sc2. 

 

AEC notes that since the borings were performed outside the perimeter of the existing tank, and that a significant 

portion of the new tank footprint is located within the existing tank footprint, the actual settlement at the center 

of the new tank could be less than the amount presented in Table 2.  However, there will still be settlement (i.e. 

settlement will not be negligible), because: (i) even though AEC’s borings are located outside of the existing 

tank footprint, the borings are still close enough to the tank perimeter to have been partially influenced by 

existing tank load pressure below a certain depth below grade; and (ii) there will be rebound and recompression 

of the soils after the existing tank is demolished and the new tank is constructed and loaded.  It is AEC’s opinion 

that the amount of settlement presented in Table 2 is on the safe side but will not have a negative impact on the 

total construction cost of the tank.  If the settlement of center of the tank is a concern, AEC recommends that an 

additional soil boring be performed at the center of the new tank after the existing tank is demolished to verify 

that the amount of estimated settlement is reasonable.  

 

Time Rate of Consolidation Settlement: Time rates of foundation settlements are plotted as curves of percent 

total consolidation settlement versus time for the GST on Plate 11, in the Attachments.  The curve is based on the 

assumption of a one-month linear construction period, i.e. the foundation soils will be loaded linearly during 

construction. 

 

Frequently, the predicted settlement time is longer than that observed in the field for the following reasons: (1) 

theoretical conditions assumed for the consolidation analysis do not hold in-situ because of intermediate lateral 

drainage, anisotropy in permeability, time dependency of real loading, and the variation of soil properties with 

effective stress; and (2) the coefficient of consolidation, as determined in the laboratory, decreases with sample 

disturbance; therefore, predicted settlement time tends to be greater than actual settlement time. 
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 5.2.2 Tank Pad Preparation 

 

Subgrade Preparation: Demolition of the existing tank foundation should be in accordance with Section 5.1 of 

this report. Subgrade preparation should extend a minimum of 5 feet beyond the tank perimeter. A minimum of 

6 inches of surface soils, existing vegetation, trees, roots, and other deleterious materials shall be removed and 

wasted.  The excavation depth should be increased when inspection indicates the presence of organics and 

deleterious materials to greater depths. 

 

Afterward surface stripping, an additional 1.5 feet (total depth of 2 feet, which includes the 6 inches of surface 

removal) of existing soils should be removed.  The exposed subgrade should be proof-rolled in accordance with 

Item 216 of the 2004 TxDOT Standard Specifications for Construction and Maintenance of Highways, Streets, 

and Bridges to identify and remove any weak, compressible, or other unsuitable materials; such materials should 

be replaced with compacted select fill or clean stabilized soils. 

 

After proof rolling, compacted select fill or clean, stabilized soils should then be used to achieve the finished 

floor elevation (FFE) of the tank.  Select fill or stabilized soil should be in accordance with Section 5.3 of this 

report.  We recommend that the final subgrade surface be crowned about 2 inches higher at the tank center than 

the edge, since the settlement at the tank center is typically higher than the tank edge. 

 

5.3 Select Fill 

 

Select fill should consist of uniform, non-active inorganic lean clays with a PI between 10 and 20 percent, and 

more than 50 percent passing a No. 200 sieve.  Excavated material delivered to the site for use as select fill shall 

not have clay clods with PI greater than 20, clay clods greater than 2 inches in diameter, or contain sands/silts 

with PI less than 10.  Prior to construction, the Contractor should determine if he or she can obtain qualified 

select fill meeting the above select fill criteria. 

 

As an alternative to imported fill, on-site soils excavated during construction can be stabilized with a minimum 

of 7 percent hydrated lime by dry soil weight.  The percentage of lime stabilization is a preliminary estimate for 

planning purposes only; the amount of stabilization should be determined by lime-series curve or pH method in 

a laboratory prior to construction.  Lime stabilization shall be performed in accordance with Section 02336 of the 

latest edition of the City of Houston Standard Construction Specifications (COHSCS).  AEC prefers using 

stabilized on-site clay as select fill since compacted lime-stabilized clay generally has high shear strength, low 

compressibility, and relatively low permeability.  Blended or mixed soils (sand and clay) should not be used as 
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select fill. 

 

All material intended for use as select fill should be tested prior to use to confirm that it meets select fill criteria. 

The fill should be placed in loose lifts not exceeding 8 inches in thickness.  Backfill within 3 feet of walls or 

columns should be placed in loose lifts no more than 4-inches thick and compacted using hand tampers, or small 

self-propelled compactors.  The lime-stabilized onsite soils or select fill should be compacted to a minimum of 

95 percent of the ASTM D 698 (Standard Proctor) maximum dry unit weight at a moisture content ranging 

between optimum and 3 percent above optimum. 

 

If imported select fill will be used, at least one Atterberg Limits and one percent passing a No. 200 sieve test 

shall be performed for each 5,000 square feet (sf) of placed fill, per lift (with a minimum of one set of tests per 

lift), to determine whether it meets select fill requirements.  Prior to placement of concrete, the moisture contents 

of the top 2 lifts of compacted select fill shall be re-tested (if there is an extended period of time between fill 

placement and concrete placement) to determine if the in-place moisture content of the lifts have been 

maintained at the required moisture requirements. 

 

6.0 CONSTRUCTION CONSIDERATIONS 

 

6.1 Site Preparation and Grading 

 

To mitigate site problems that may develop following prolonged periods of rainfall, it is essential to have 

adequate drainage to maintain a relatively dry and firm surface prior to starting any work at the site.  Adequate 

drainage should be maintained throughout the construction period.  Methods for controlling surface runoff and 

ponding include proper site grading, berm construction around exposed areas, and installation of sump pits with 

pumps. 

 

6.2 Construction Monitoring 

 

Site preparation (including clearing and proof-rolling), earthwork operations, foundation construction, and 

subgrade preparation should be monitored by qualified geotechnical professionals to check for compliance with 

project documents and changed conditions, if encountered. 
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7.0 GENERAL 

 

AEC should be allowed to review construction documents and specifications prior to release to check that the 

geotechnical recommendations and design criteria presented herein are properly interpreted. 

 

The information contained in this report summarizes conditions found on the date the borings were drilled.  The 

attached boring logs are true representations of the soils encountered at the specific boring locations on the date 

of drilling.  Due to variations encountered in the subsurface conditions across the site, changes in soil conditions 

from those presented in this report should be anticipated.  AEC should be notified immediately when conditions 

encountered during construction are significantly different from those presented in this report. 

 

8.0 LIMITATIONS 

 

The investigation was performed using the standard level of care and diligence normally practiced by recognized 

geotechnical engineering firms in this area, presently performing similar services under similar circumstances.   

The report has been prepared exclusively for the project and location described in this report, and is intended to 

be used in its entirety.  If pertinent project details change or otherwise differ from those described herein, AEC 

should be notified immediately and retained to evaluate the effect of the changes on the recommendations 

presented in this report, and revise the recommendations if necessary.  The scope of services does not include a 

fault investigation.  The recommendations presented in this report should not be used for other structures located 

at this site or similar structures located at other sites, without additional evaluation and/or investigation. 
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nodules 2'-12'
-tan, with siltstone fragments 4'-6'
-red, brown, and light gray 6'-25', with silty
clay pockets 6'-8'

-with silt pockets 23'-25'

-light gray and red, with sand seams,
siltstone fragments, and calcareous and
ferrous nodules
Termination depth = 30 feet.
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PROJECT: GST No.1 Replacement at Park Glen West BORING B-2

DATE 8/26/13 TYPE 4" Dry Auger LOCATION See Boring Location Plan

BORING DRILLED TO 30 FEET WITHOUT DRILLING FLUID
WATER ENCOUNTERED AT N/A FEET WHILE DRILLING
WATER LEVEL AT N/A FEET AFTER COMPLETE
DRILLED BY V&S CHECKED BY CHL LOGGED BY AEC
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PROJECT NO. G148-13

Elevation: 80.26
Northing: 13805194.3227
Easting: 3053245.8948

Survey Coordinates (ft):



Symbol Description
Strata symbols

Fill

High plasticity
clay
Low plasticity
clay
Clayey sand

Silty sand

Misc. Symbols
Water table depth
during drilling
Subsequent water
table depth
Pocket Penetrometer

Confined Compression

Soil Samplers
Undisturbed thin wall
Shelby tube
Standard penetration test

KEY TO SYMBOLS
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PLATE 9
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CONSOLIDATION TEST RESULTS 

Project No.: G148‐13                                             Project: GST No.1 Replacement at Park Glen West   

Sample ID: B‐1, 10 to 12 feet                               Dry Unit Weight (d): 101 pcf
Sample Description:  Tan and red Fat Clay (CH)                                                                               
Estimated Consolidation Index (Cc): 0.2549      Estimated Recompression Index (Cr): 0.0400   
Estimated OCR: 7.6                                                Estimated Preconsolidation Pressure (Pc): 5.0 tsf

e0 = 0.6988



PLATE 10
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CONSOLIDATION TEST RESULTS 

Project No.: G148‐13                                             Project: GST No.1 Replacement at Park Glen West    

Sample ID: B‐1, 33 to 35 feet                               Dry Unit Weight (d): 113 pcf
Sample Description:  Tan and red Clayey Sand (SC)                                                                            
Estimated Consolidation Index (Cc): 0.1212      Estimated Recompression Index (Cr): 0.0072  
Estimated OCR: 1.4                                                Estimated Preconsolidation Pressure (Pc): 2.4 tsf

e0 = 0.5179
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TIME (yrs)

ESTIMATED TIME RATE OF CONSOLIDATION SETTLEMENT IN CLAYS
(Assuming 1-month of Tank Filling Period Starting at Time 0)
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